
MH-64

CB-65

CB-70

CB-86 CB-85

MH-63

MH-26

CB-75

MH-25

CB-74

CB-84

CB-76

RCP-15"-DRT

R
C

P
-1

2
"
-D

R
T

R
C

P
-1

2
"
-D

R
T

C
IP

-1
8

"
-E

F
W

VCP-21"-DRT

V
C

P
-1

5
"
-D

R
T

4"
-D

R
T

4"-DRT
12"-DRT

30"-DRT

15"-DRT

15"-DRT

12"-DRT

CIP-16"-EFW

C
D
I-
1
8
"-

E
F

W

CDI-18"-EFW

R
C

P
 3

0
"
-D

R
T

CB-71

MH-24

1
0
"-

N
G

S

C
D

I-
1
6
"
-E

F
W

18"x16" RDCR

18" TEE (E-3)

6" VALVE (100)

10"x6" TEE (W-6) 

16" VALVE (800)

(W-15)
 ELB64

33
22.5

(E-2)
 ELB64

33
90

(E-1)
 ELB64

33
90

(2)18" VALVE(801, 802)

VALVE (E-6A)

AIR RELEASE

P
R

O
P

E
R

T
Y
 L
IN

E

P
R

O
P

E
R

T
Y
 L
IN

E

12" VALVE (031)

12" CUT-IN TEE (W-16 AND)

R
C

P
-1

5
"
-D

R
T

RCP-12"-DRT

C
IP

-6
"
-P

C
W

 (
A

B
A

N
D

O
N

E
D

)

CB-86A

CB-86B

C
IP
-1

2
"-
P

C
W

CDI-12"-PCW

C
IP
-1

2
"-
P

C
W

C
D
I-
1
6
"-

P
C

W

CDI-10"-PCW

CIP-6"-PCW

CDI-10"-PCW

EMH021-000

EMH022-000

EMH104-000

EMH025-000

EMH105-000

EMH103-000

EMH102-000

EMH026-000

EM9

EM8
-000

EMH107

-000

EMH106
EMH024-000

EMH023-000

EMH047-000

CLEANOUT

AND GUTTER

EXISTING CURB

AND GUTTER

EXISTING CURB

AND GUTTER

EXISTING CURB

HYDRANT

RELOCATED FIRE

EM2

EM101

EM104

EM4

EM6

EM7

EMH029-000

EMH045-000

EMH028-000

-000

EMH030

EM1

EM103

EM106A/B

-000

EMH032

-000

EMH046

-000

EMH031

EMH048-000

EMH033-000

EM5

EMH040-000

EM112

O H I   O     R I    V E R 

DIP-18"-EFW

DIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CB

R
C

P
-3

6
"
-D

R
N

12"-D
R
T

RCP-18"-DRN

12"-DRT

RCP-21"-DRN

RCP-2
1"-D

RN

R
C

P
-2

1
"-

D
R

N

BRIDGE ABOVE

McKEES ROCKS

RCP-18"-DRT
CB-602

MH-532

MH-533

C
IP
-6

"-
D

R
T

MH-530

STRUCTURE

DROPSHAFT

MH-601

MH-600

RCP-18"-DRT

R
C

P
-1

8
"-D

R
T

CIP-12"-DRN

CIP-12"-DRN

RCP-36"-DRN

(F
R

O
M
 B

R
ID

G
E
)

EMH036-000

EM111

EMH037-000

 
 

R
C

P
-1

2
"-

D
R

T

 

 

 

 

 

 

 

 

ROAD

& CONDUIT UNDER

ABANDONED PIPES

CIP-16"-DRN

CIP-18"-EFW

CIP-16"-DRN

CIP-16"-DRN

RCP-15"-DRT

C
IP
-1

6
"-

D
R

N

CIP-24"-DRN

VCP-12"-DRT

C
IP
-24"-D

R
N

VCP-6"-D
RNVCP-6"-DRN

RCP-27"-DRN

V
C

P
-6

"-
D

R
N

RCP-27"-D
RN

R
C

P
-4

8
"-

D
R

T

CI
P-
18
"-E

FW

C
IP
-6
"-
C
F

W

VCP-12"-DRT

PRESSURE REDUCING

VALVE PIT

RCP-18"-DRT

R
C
P
-1
8
"-

D
R
T

RCP-48"-DRT

CIP-6"-CFW

C
IP
-1

6
"-

D
R

N

O H I  O      R I   V E R

CB-7

CB-6

RCP-15"-DRT

MH-5

CB-191

CB-192

CB-4

MH-3

R
C

P
-1

5
"-

D
R

T

MH-2

PCP-48"-DRT

V
C

P
-1

2
"-

D
R

T

CDI-8"-CFW

MH-89

MH-88

R
C

P
-2

1
"
-D

R
T

MH-90

CB-87

CIP-4"-EFW

RCP-12"-DRT

VCP-1
2"-D

RT

CB-120

CB-121

CB-8

MH-14

PVC-12"-SCD

MH-13

MH-12

PVC
-1
2"
-S

C
D

CB-114

CB-115

MH-190

MH-11

CB

MH MH

MH

MH

MH

PVC-12"-SCD

P
V

C
-1

2
"-
S

C
D

(W-48 & 48A)

 ELB64
33

90

(W-48B)

 ELB64
33

90

1
 1
/2
" 

E
F

W
 

D
IP
-1

6
"-D

R
N

D
IP
-1

6
"-D

R
N

D
IP
-1

6
"-

E
F

W

CIP-6"-PCW

CIP-6"-PCW

4"-PCW

C
IP

-6
"
-P

C
W

C
IP

-6
"
-P

C
W

CAP 1" PCW LINE

A
C

P
-6

"
-P

C
W

C
IP
-6

"-
P

C
W

1 1/2" SHC w/4" JACKET

(ABANDONED)
4" FUEL

IN
 C

O
N
C
R
E
T
E

A
B
A
N

D
O

N
E
D
 A

N
D
 E

N
C

A
S
E
D

A
LL

O
Y
 A
S
H
 P
IP

E

ABANDONED ASH

A
B

A
N

D
O

N
E

D
 A

S
H

A
B

A
N

D
O

N
E

D
 A

S
H

A
B
A
N

D
O

N
E
D
 A

S
H

P
V

C
-3

0
"-D

R
N

 

 

52'-3"

CDI-8"-CFW
PVC-12"-SCD

R
C

P
-1

2
"
-D

R
T

 

 RCP-12"-DRT

P
V

C
-1

2
"-

S
C

D

PVC-12"-SCD

 

 

ABANDONED

4" WATER LINE

CIP-14"-DRN

 

 

20"x18" RED.

SEE CONTRACTS 1255 AND 1313.

FOR STORM DRAINS ON TRACY ST.

 

 

FH

OF NEW ROUTING

NEED COORDINATES

 

 

SEE CONTRACT 1333

HDPE LINED

MH-193A

HDPE LINED

MH-193B

RFC 1500G-08

RE-ROUTED PER

SCRUBBER BLOWDOWN

6" TEE TO ERF

BLIND FLANGE

IS FUNCTIONAL

EASTERN VALVE

(2) VALVES

BLDG. (12-07)

DUE TO BREAK UNDER

NEW SERVICE TO ERF

FH

 

 

CONTRACT 1560.

BLDG. 501 FOR

ROUTED AROUND

ON THE 6" PCW

NO RECORD INFO.

EMH041-000

EMH042-000

EMH001-000
EMH002-000

EMH003-000

-000

EMH004

EMH044-000

EMH005-000

EMH012-000

EMH049-000

EMH013-000

EMH006-000

EM113

MANHOLE #3246

EXISTING

EMH043-000
EMH018-000

EMH027-000

BOAT DOCK CARD READER(2) 1" CONDUITS FOR

EM105

EMH100-000

EMH101-000

EM109

EM107A/B

EMH034-000

EM108A/B

(
5
3
2
)

G
R

IT
 P

U
M

P
IN

G
 R

O
O

M
H

E
A

D
W

O
R

K
S

E
A

S
T

(
4

0
3

)
S

T
O

R
A

G
E

 &
 F

E
E

D
 B

L
D

G
P

O
T

A
S

S
IU

M
 P

E
R

M
A

N
G

A
N

A
T

E

F
H

W
V

SEE CONTRACTS 1255 AND 1313.

FOR STORM DRAINS ON TRACY ST.

P R 
E B 

L E  
  A V

 E N
 U E
 

C O
 N R
 A I 
  L

CDI-1
5"-D

RT

PEP-2"-NGS

RCP-21
"-DRT

CIP-
4"-D

RT

RCP-1
5"-D

RT

10"-
DRN ABANDONED

PROPERTY LI
NE

PROPERTY LI
NE

2
"
-P

C
W

CDI-8"
-PCW

CIP-
10"-

PCW

CIP-6"-PCW

CDI-8"
-PCW

CIP
-10

"-P
CW

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

CIP-12"-DRN

R
C

P
-3

6
"
-D

R
N

R
C

P
-3

6
"
-D

R
N

RCP-21"-DRN

RCP-2
1"-

DRN

RCP-2
1"-D

RN

RCP-4
2"-D

RT

BRIDGE ABOVE

McKEES ROCKS

RCP-12"-DRT

C
IP
-6

"-
D

R
T

CIP-12"-DRT

MH-2
08

CIP-8"-DRN

 

 

 

 

 

 

(F
R

O
M
 B

R
ID

G
E
)

C O
 N 

R A
 I  
 L

RCP-2
1"-D

RN

MH

RCP-2
1"-

DRN

RCP-4
2"-D

RT

RCP-4
2"-

DRT

RCP-
42
"-D

RT

MH-204

CB-236

RCP-12"-DRT

RCP-24"-DRT

RCP-48"-DRT

MH-203

MH-205

MH-206

CB-237

RCP-4
2"-D

RT

MH-207

RCP-12"-DRT

 

 

 

 

 

 

 

 

ANCHORED BULKHEAD

RETAINING WALL AND

EXISTING CONCRETE

 

 

PROPERTY LI
NE

PROPERTY L
INE

LIN
E

PROPERTY

RCP-21
"-DRN

RCP-2
1"-

DRN

RCP-2
1"-

DRN

RCP-
21
"-D

RN

RCP-
21
"-D

RN

RCP-12
"-DRT

RCP-1
5"-

DRT

R
C

P
-4

2
"-

D
R

T

RCP-
21
"-D

RN

MH-411

715

720

725

ELE
C

ELEC

MH-702

CB-704

CB-703

R
C
P
-42"-D

R
T TO

 R
E

M
A
IN

RCP-15"-DRT

RCP-15"-DRT

MH-701

EW-700

CB

MH

MH

MH

CB

MH

MH

E
LE

C

CDI-6"-PCW

C 
O 

N 
R 

A I
    

L

RCP-
48
"-D

RT

R
C
P
-4

8
"-D

R
T

MH-202

CB-307 RCP-15"-DRT

R
C

P
-2

4
"-D

R
T

PRO
PERTY 

LI
NE

PROPERTY L
IN

E

O H 
I O   

    R 
I V E

 R
R

C
P
-4

8
"-D

R
T

PVC-8"
-DRN

RCP-15"-D
RT

R
C
P
-1
5"
-D

R
T

RCP-1
8"-

DRT

R
C

P
-1

8
"-D

R
T

MH-201

HW-200

CB-302

MH-303

CB-304

CB-305

CB-306

MH-415

C
B-
23

9

C
B-
24

0

MH-412

CB-309

CB-308

HW-300

RCP-18
"-DRT

RCP-
15
"-D

RT

RCP-15"-DRT

R
C
P
-1
5
"-

D
R
T

R
C
P
-2

1
"-

D
R

N

RCP-
21
"-D

RN

R
C
P-
15
"-D

R
T

R
C
P-
15
"-D

R
T

ELEC

ELE
C

ELE
C

ELEC

CB-311

HW-310

PCP-
54
"-S

EF

MH-413

MH-414

R
C
P-
21
"-D

R
N

RCP-21
"-DRT

MH-301

RCP-18
"-DRT

ELE
C

ELEC

ELE
C

E
L
E
C

PROPERTY 
LIN

E

PROPERTY 
LIN

E

C
D
I-6
"-P

C
W

CDI-6
"-PCW

 

CDI-6"-PCW

"-P
C

W

6
4

5
9

C
D
I-2

R
C

P
-4

8
"-

D
R

T

CB 304

CB 307

CB 307CB 307

C
H

A
R

T
IE

R
S
 C

R
E

E
K
 IN

T
E

R
C

E
P

T
O

R

CIP-18"-EFW

DIG-8"-SBD

CAPPED GAS

HDPE-24"-DRT

INV. EL. 706.92
DRAIN FOR TANK W-4

SST-20"-PALCDI-8"-PCW

CUP-2"-EFW

CAPPED

CAPPED

P R E 
B L E  

   A V E
 N U E

 

LH

6" VALVE (020)

(2)10" VALVE(021, 022)

10" x 6"  TEE (W-7)

 

 

 

T
 R
 A
 C
 Y
  
  
 S
 T
 R
 E
 E
 T
 

U
P

/L
U

P
/L

M
H

M
H

U
P

/L

U
P

/L

U
P

/L

U
P

/L

U
P

/L

U
P

/L
U

P
/L

 

F
H

M
H

OVERHEAD PIPES

S

U
P

/L
L

S
U

P
/L

L
S

M
H

L
S

L
S

M
HM

H

M
H

L
S

L
S

F
H

F
H

F
H

L
S

L
S

 

I
N

L
E

T

M
H

M
H

M
H

 

L
S

F
H

7
0

x
1

1
 T

R
U

C
K

 S
C

A
L

E

 

L
S

L
S

 

T
A

N
K

T
A

N
K

 

M
H

M
H

T
A

N
K

L
S

L
S

F
H

(920)
TANK EFS-7

FINAL SETTLING

(920)
TANK EFS-8

FINAL SETTLING

 ELB64
33

45

8" x 6" WYE

P
O

S
T

M
H

U
P

/L
U

P
/L

P
O

S
T

M
H

M
H

(920)
TANK EFS-2

FINAL SETTLING

(920)
TANK EFS-3

FINAL SETTLING

J
.B

O
X

L
S

J
.B

O
X

L
S

(920)
TANK EFS-9

FINAL SETTLING

(960
)

CHEMICAL STORAGE BLDG

FINAL DIS
INFECTION

(914)
BLDG

STAIR TOWER
SAMPLING &

(955)
PLANT OUTFALL 001

  
2

''P
I
P

E
2

''P
I
P

E

L
S

L
S

(920)
TANK EFS-4

FINAL SETTLING

(920)
TANK EFS-5

FINAL SETTLING

(920)
TANK EFS-6

FINAL SETTLING

L
S

L
S

P
O

S
T

P
O

S
T

P
O

S
T

HYDRANT

4" CAP

E
L

E
C

V
.C

A
P

I
N

L
E

T
I
N

L
E

T

I
N

L
E

T

I
N

L
E

T

I
N

L
E

T

CB-604

C
B

-6
0

7

DIP-18"-EFW

DIP-12"-DRT

C
D

I-
8
"
-P

C
W

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

(TYP.)

LIGHTING

SITE

 

 

AND GUTTER

EXISTING CURB

 

 

 

 
 

 

 

 

 

 

EMH019-000

EMH114

12"-N
GS

15"-D
RN

15"-D
RN

C
IP
-4
"-

D
R

T

C
IP
-4
"-

D
R

N

P
E

P
-1
"-

N
G

S

C
IP
-8
"-

D
R

N
C

U
P
-2
"-
P

C
W

12"-NGS

CIP-10
"-PCW

IN
FI

LT
RAT

IO
N 

UNI
TS

P
V

C
-1

2
"-

D
R

T

CIP-12"
-PCW

1
0
"-

N
G

S

C
IP
-1

2
"-

P
C

W

D
IP
-1

0
"-

P
C

W

D
IP
-2

0
"-

E
F

W

R
C

P
-1

2
"-

D
R

T

CB-66

CB-67

EMH-117

EMH-051

EMH-116

PROPERTY LIN
E

P
R

O
P

E
R

T
Y
 L
IN

E

PROPERTY LIN
E

P
V

C
-1

2
"-

D
R

T

P
V
C
-1
2
"-

D
R
T

PVC-12"
-DRT

P
V

C
-1

2
"-

D
R

T

CB-DET 5

CB-DET 1

CB-86C

C
IP
-6

"-
P

C
W
 (

A
B

A
N

D
O

N
E

D
)

CDI-12
"-PCW

CIP-1
0"-PCW

16" VALVE (030)

8" VALVE (029)

16"x8" TEE (W-11)

 ELB (E-4)64
33

45

 ELB (E-5)64
33

45

(W-12)
 ELB64

33
22.5

8" VALVE (027)
 ELB (W-14)64

33
8"- 90

(W-5)
 ELB64

33
45

(E-6)
 ELB64

33
22.5

 ELB (W-9)64
33

(2) 45

8" VALVE(026)

12"x8"x8" TEE (W-13)

16"x10" RDCR

8" VALVE (024)

10" VALVE (023)

10"x8"x10" TEE (W-10)

VALVE (W-8A)

AIR RELEASE

 ELB (W-8)64
33

45

(404)
LOADING FACILITY

SLUDGE PROCESSING &

RCP-15"-DRT

(401)
LIME BUILDING

10"-NGS

CIP-8"-EFW

R
C

P
-3

0
"-

D
R

T

R
C

P
-1

5
"
-D

R
T

CIP-4"-DRT

CIP-4"-DRT

CIP-4"-DRT

CIP-4"-DRT

CIP-4"-DRT

CIP-6"-DRT

RCP-
30
"-D

RT

R
C
P
-21"-D

R
N

RCP-15"-DRT

R
C
P
-2
7
"-

D
R

N

C
IP
-1

2
"-

C
F

W

R
C

P
-3

0
"
-D

R
T

PVC-12"-DRN

CDI-8"-EFW

P
V

C
-6
"-

S
C

D

CB-80

MH-93

CB-79

RCP-12"-DRT

MH-23

CB-100

C
D
I-
1
8
"-

E
F

W

CIP-12"-EFW

1
0
"-

N
G

S

C
IP
-1

8
"-

E
F

W

OUT

CLEAN

FH-1

P
C

P
-3

0
"-

D
R

E

MH-82 

95

MH

MH-22

P
R

O
P

E
R

T
Y
 L
IN

E

ON SHEET C-24)

(SEE PROFILE

PVC-8"-DRN

P
R

O
P

E
R

T
Y
 L
IN

E

(402)
BUILDING

SOLIDS HANDLING

FROM SUMP

4"-CAS

CIP-12"-EFW

CDI-6"-PCW

PCW

CDI-8"

C
D
I-
1
6
"-

P
C

W

CIP-8"-PCW

CIP-8"-PCW

C
IP
-6
"-
P

C
W

CIP-8"-PCW

SUBSTATION

ELECTRICAL 

MH-20

MH-92

O H I  O   R I  V E R

10"-NGS

10"-NGS

RCP-27"-DRN

C
IP
-1
8"
-E

F
W

R
C
P
-2
7
"-

D
R

N

C
IP
-8"-E

F
W

RCP-48"-DRT

1
0
"-

N
G

S

(046)

VALVE

(TYP.)

LIGHTING,

NEW SITE

R
C

P
-3

0
"-

D
R

T

P
C
P
-3
0"
-D

R
E

R
C
P
-3
0"
-D

R
T

P
C

P
-3

0
"-

D
R

E

P
V

C
-6

"-
S

C
D 

CB-83

 

 

RCP-18"-DRT

(C-8)
 ELB.64

33
22.5

MH-21

(922)

VALVE

P
R

O
P

E
R

T
Y
 L
IN

E

P
R

O
P

E
R

T
Y
 L
IN

E

PROPERTY LIN
E

3' MAN GATE

WESTHALL ST.

CONTINUES TO

CIP-6"-CFW

CLEANOUT

(ABANDONED)

STL-4"-FUEL OIL

(0
43
)

V
A
LV

E

CIP-6"-PCW

C
IP

-6
"-

P
C

W

CIP-6"-PCW

PCW

CIP-6"

CIP-6"-PCW

PEP-3"-N
GS

P R E 
B L E  

   A V E
 N U E

 

R
C
P
-1
8
"-D

R
T

R
C

P
-1

8
"-

D
R

T

12"-N
GS

CB-45

MH-44

PARKING

AND GUTTEREXISTING CURB
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CDI-8"-PCW

2" INSIDE 4"-FIRE

A
C

P
-6

"-
P

C
W
 (

A
B

A
N

D
O

N
D

E
D
)

V
C
P
-1
2"
-D

R
T

CDI-10"-PCW

S
T
E
A

M
 &
 C

O
N

D
. (

A
B
A
N

D
O

N
E
D
)
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TUNNEL

ABANDONED
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 C
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L
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E
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D
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O
R

K
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(910)
TANK WFS-7

FINAL SETTLING

(910)
TANK WFS-8

FINAL SETTLING

(910)
TANK WFS-9

FINAL SETTLING

(910)
TANK WFS-3

FINAL SETTLING

(910)
TANK WFS-4

FINAL SETTLING

(910)
TANK WFS-5

FINAL SETTLING
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TANK WFS-6

FINAL SETTLING
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R
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 C
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200SECURITY BLDG
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PARKING GARAGE
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1
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W
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 G

E
N
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R

A
T
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N

 B
L

D
G
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FACILITY

DEWATERING
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ENERGY RECOVERY
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1
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N
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N

(120)
ADMINISTRATION BLDG

420
FAN BLDG

ODOR CONTROL
HEADWORKS

(500)
STATION

MAIN PUMP

(650)
MAIN SUBSTATION

(430)
WET WEATHER PUMP STATION

FROM 2026

(600)
5KV SUBSTATION

THRU 2025

(130)
LABORATORY

(140)
WASTE BLDG
INDUSTRIAL

(515)
VENTURI VAULT

(512)
GRIT HANDLING

(510)
CHLORINATION BLDG

RACK &

(513)
GARAGE

SCREENING
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SLUDGE PUMPING
E-2 PRIMARY
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ELECTRICAL BLDG
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CENTRAL PIPE GALLERY (725)
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SLUDGE PUMPING
W-1 PRIMARY
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ELECTRICAL BLDG
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SLUDGE PUMPING

WEST PRIMARY

(702)
STATION

SLUDGE PUMPING
W-2 PRIMARY

(720)
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PRIMARY TREATMENT
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SOUTH STAIR BLDG
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STAIR BLDG
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CENTRAL PIPE GALLERY (825) CENTRAL PIPE GALLERY (825)
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EAST SIDE PASSES 2&3

SECONDARY AERATION TANKS
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EAST SIDE PASSES 1&4
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ELECTRICAL BLDG
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BLDG
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SLUDGE PUMPING
W-1 RETURN
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STATION

SLUDGE PUMPING
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SLUDGE PUMPING
E-2 RETURN
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)

(922)
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SLUDGE PUMPING
E-2 RETURN
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SLUDGE PUMPING
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FINAL SETTLING
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TANK WFS-2

FINAL SETTLING
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TANK EFS-1
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RY (9
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(518)
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GRIT

GUARD SHACK
TRACY STREET

CHIMNEY

AND 1313.

ON TRACY ST. SEE CONTRACTS 1255

FOR CONTINUATION OF STORM DRAIN


